
Fixture Location/Description ND Test DateTest Result
E-hall Classroom C1 / CF 19700400-001- CF 4/26/2023 5.16
E-hall Boys  Bathroom/ BF 19700400-002- BF 4/26/2023 ND
E-hall Drinking Water Fountain/ DW 19700400-003- DW 4/26/2023 ND
E-hall Water Bottle Filler / WB 19700400-004- WB 4/26/2023 ND
E-hall Girls Bathroom /BF 19700400-005- BF 4/26/2023 0.731
NE-Staff Room Bathroom/BF 19700400-006- BF 4/26/2023 0.562
NE-Staff Room /SF 19700400-007-SF 4/26/2023 4.77
E-Water Bottle Filler/ WB 19700400-008- WB 4/26/2023 ND
E-Hall Classroom D2/CF 19700400-009- CF 4/26/2023 5.79
E-Hall Classroom D3/ CF 19700400-010-CF 4/26/2023 6.38
E-Hall Classroom D5/CF 19700400-011-CF 4/26/2023 4.01
E-Hall Classroom D4/CF 19700400-012-CF 4/26/2023 7.41
E-Hall Classroom D6/CF 19700400-013-CF 4/26/2023 1.04
E-Hall Classroom D6/CF 19700400-014-CF 4/26/2023 4.27
E-Hall Classroom D6/CF 19700400-015-CF 4/26/2023 10.9
E-Hall Classroom D6/CF 19700400-016-CF 4/26/2023 11
E-Hall Classroom D6/CF 19700400-017-CF 4/26/2023 13.1
E-Hall Classroom D6/CF 19700400-018-CF 4/26/2023 16.7
E-Hall Classrooom D6/CF 19700400-019-CF 4/26/2023 5.73
E-Hall Bathroom /BF 19700400-020-BF 4/26/2023 0.919
E-Hall Classroom D7/CF 19700400-021-CF 4/26/2023 7.99
E-Hall Classroom D7/CF 19700400-022-CF 4/26/2023 20.9
E-Hall Classroom D7/CF 19700400-023-CF 4/26/2023 2.25
E-Hall Classroom D8/CF 19700400-024-CF 4/26/2023 5.61
E-Hall Outside Spiget/OT 19700400-025-OT 5/17/2023
E-Hall Water Bottle Filler / WB 19700400-026-WB 4/26/2023
E-hall Drinking Water Fountain/ DW 19700400-027-DW 4/26/2023 2.92
E-Hall Bathroom /BF 19700400-028-BF 4/26/2023 2.1
E-Hall Staff Bathroom/BF 19700400-029-BF 4/26/2023 19.2
Modular M1/BF 19700400-030-BF 4/26/2023 1.09
Modular M2/BF 19700400-031-BF 4/26/2023 0.867
Modular M3/BF 19700400-032-BF 4/26/2023 6.01
Modular M4/BF 19700400-033-BF 4/26/2023 0.968
Modular M5/BF 19700400-034-BF 4/26/2023 0.873
Modular M6/BF 19700400-035-BF 4/26/2023 1.2
Boys Locker Room Bathroom/BF 19700400-036-BF 4/26/2023 1.15
Boys Locker Room SE Shower Head 1/SH 19700400-037-SH 4/26/2023 2.93
Boys Locker Room SE Shower Head 2/SH 19700400-038-SH 4/26/2023 0.833
Boys Locker Room SE Shower Head 3/SH 19700400-039-SH 4/26/2023 8.05

Water Testing Results 
Crook County Middle School - 19700400
Crook County Middle School - 19700400



Boys Locker Room SE Shower Head 4/SH 19700400-040-SH 4/26/2023 0.725
Boys Locker Room SE Shower Head 5/SH 19700400-041-SH 4/26/2023 9.99
Boys Locker Room SE Shower Head 6/SH 19700400-042-SH 4/26/2023 8.14
Boys Locker Room SE Shower Head 7/SH 19700400-043-SH 4/26/2023 10.9
Boys Locker Room SE Shower Head 8/SH 19700400-044-SH 4/26/2023 11.5
Boys Locker Room SE Shower Head 9/SH 19700400-045-SH 4/26/2023 5.39
Boys Locker Room SE Shower Head 10/SH 19700400-046-SH 4/26/2023 11.5
Boys Locker Room SE Shower Head 11/SH 19700400-047-SH 4/26/2023 5.43
Boys Locker Room SE Shower Head 11/SH 19700400-048-SH 4/26/2023 4
Boys Locker Room SE Shower Head 11/SH 19700400-049-SH 4/26/2023 1.38
Boys Locker Room SE Shower Head 11/SH 19700400-050-SH 4/26/2023 8.19
Boys Locker Room SE Shower Head 11/SH 19700400-051-SH 4/26/2023 4.79
W-Hall Water Bottle Filler/ WB 19700400-052-WB 4/27/2023 ND
Boys Locker Room SE Shower Head 11/SH 19700400-053-SH 4/26/2023 6.12
Boys Locker Room SE Shower Head 11/SH 19700400-054-SH 4/26/2023 1.28
W-Hall Drinking Water Fountain/DW 19700400-055-DW 4/27/2023
Boys Locer Room Bathroom /BF 19700400-056-BF 4/26/2023 2.38
Boys Locer Room Bathroom /BF 19700400-057-BF 4/26/2023 2.62
Girls Locker Room Bathroom/BF 19700400-058-BF 4/26/2023 3.27
Girls Locker Room Bathroom/BF 19700400-059-BF 4/26/2023 ND
Girls Locker Room SW Shower Head 1/SH 19700400-060-SH 4/26/2023 82
Girls Locker Room SW Shower Head 2/SH 19700400-061-SH 4/26/2023 13.5
Girls Locker Room SW Shower Head 3/SH 19700400-062-SH 4/26/2023 68.2
Girls Locker Room SW Shower Head 4/SH 19700400-063-SH 4/26/2023 33.8
Girls Locker Room SW Shower Head 5/SH 19700400-064-SH 4/26/2023 235
Girls Locker Room SW Shower Head 6/SH 19700400-065-SH 4/26/2023 13.4
Girls Locker Room SW Shower Head 7/SH 19700400-066-SH 4/26/2023 15.5
Girls Locker Room SW Shower Head 8/SH 19700400-067-SH 4/26/2023 81.4
Girls Locker Room SW Shower Head 9/SH 19700400-068-SH 4/26/2023 31.8
E-hall Water Bottle Filler / WB 19700400-069-WB 4/27/2023 ND
S-Hall Drinking Water Fountain /DW 19700400-070-DW 4/26/2023 ND
S-Hall Water Bottle Filler /WB 19700400-071-WB 4/26/2023 ND
Kitchen Bathroom /BF 19700400-072-BF 4/26/2023 5.67
Kitchen 3 Compartment Sink /KS 19700400-073-KS 4/26/2023 ND
Kitchen Dish Washing Sink/ KS 19700400-074-KS 4/26/2023 1.82
Kitchen Prep Sink/ KS 19700400-075-KS 4/26/2023 3.77
Office Staff Sink/ SF 19700400-076-SF 4/26/2023 ND
Nurses Bathrooom /BF 19700400-077-BF 4/26/2023 0.56
W-Hall Boys Bathroom /BF 19700400-078-BF 4/26/2023 2.23
W-Hall Staff Bathroom /BF 19700400-079-BF 4/26/2023 ND
W-Hall Girls Bathroom /BF 19700400-080-BF 4/26/2023 0.964
W-Hall Classrooom B6/CF 19700400-081-CF 4/26/2023 3.99
W-Hall Classrooom B4/CF 19700400-08-CF 4/26/2023 0.515
W-Hall Water Bottle / WB 19700400-083-WB 4/26/2023 ND
W-Hall Drinking Water Fountain/DW 19700400-084-DW 4/26/2023 ND
Science Wing Classroom E4/CF 19700400-085-CF 4/26/2023 0.579
Science Wing Classroom E6/CF 19700400-086-CF 4/26/2023 2.1



Science Wing Classroom E6/CF 19700400-087-CF 4/26/2023 5.91
Scientce Wing Staff Room /SF 19700400-088-SF 4/26/2023 0.688
W-Hall Classroom B2/CF 19700400-089-CF 4/26/2023 0.515
W-Hall Classroom B10/ CF 19700400-090-CF 4/26/2023 6.16

W-Hall Drinking Water Fountain/DW 19700400-172-DW 4/27/2023 ND
W-Hall Water Bottle Filler/ WB 19700400-173-WB 4/27/2023 ND

Fixture Location/Description Fixture ID #Test DateTest Result
Concession Stand Kitchen Sink/KS 19700010-091 -KS 4/28/2023 2.66
Mens Outside Bathroom /BF 19700010-092- BF 4/28/2023 4.29
Mens Outside Bathroom /BF 19700010-093- BF 4/28/2023 2.48
Mens Outside Bathroom /BF 19700010-094- BF 4/28/2023 6.78
Womans Outside Bathroom/BF 19700010-095- BF 4/28/2023 3.9
Womans Outside Bathroom/BF 19700010-096- BF 4/28/2023 2.38
Womans Outside Bathroom/BF 19700010-097- BF 4/28/2023 3.19
Girls Locker Room Bathroom/BF 19700010-098- BF 4/28/2023 2.96
Girls Locker Room Bathroom/BF 19700010-099- BF 4/28/2023 3.4
Boys Locker Room Drinking Water Fountain/DW 19700010-100- DW 4/28/2023 0.775
Boys Locker Room Bathroom/BF 19700010-101-BF 4/28/2023 2.62
Boys Locker Room Bathroom/BF 19700010-102-BF 4/28/2023 1.71
Boys Locker Room Shower Spiget/OT 19700010-103-OT 4/28/2023 ND
Second Floor Ice Machine/IM 19700010-104-IM 4/28/2023 2.26
Second Floor Utility Sink/OT 19700010-105-OT 4/28/2023 14.5

Water Testing Results 
Ward Rhoden Stadium - 19700010

Action Level is 15 ppb (Parts per Billion)

Any fixture testing at or above the action level of 15 ppb is immediately removed from 
service 
and cannot be returned to service until it has been remediated and passed follow-up 
testing

Any fixture testing at or above the action level of 15 ppb is immediately removed from 
service 
and cannot be returned to service until it has been remediated and passed follow-up 
testing

Water Testing Results 
Brothers School - 19700600

Action Level is 15 ppb (Parts per Billion)



Fixture Location/Description Fixture ID #Test DateTest Result
Kitchen Sink / KF 19700600-106-KF 5/3/2023 1.99
Kitchen Sink / KF 19700600-107-KF 5/3/2023 ND
Boys Bathroom /BF 19700600-108-BF 5/3/2023 3.33
Girls Bathroom /BF 19700600-109-BF 5/3/2023 ND
Classroom Faucet /CF 19700600-110-CF 5/3/2023 1.01
Teacherage Bedroom 2 Bathroom /BF 19700600-111-BF 5/3/2023 0.671
Teacherage Bedroom 2 Bathroom /SH 19700600-112-SH 5/3/2023 12.5
Teacherage Bedroom 1 Bathroom /BF 19700600-113-BF 5/3/2023 0.6
Teacherage Bedroom 1 Bathroom /SH 19700600-114-SH 5/3/2023 1.12
Teacherage Kitchen Faucet/KF 19700600-174-KF 5/3/2023 ND
Drinking Water Fountain/DW 19700600-175-DW 5/3/2023 ND

Fixture Location/Description Fixture ID #Test DateTest Result
Womans Bathroom /BF 19700000-115-BF 5/4/2023 2.5
Mens Bathroom /BF 19700000-116-BF 5/4/2023 1.32

Fixture Location/Description Fixture ID #Test DateTest Result
Second Floor Bathroom /BF 19700001-117-BF 5/4/2023 3.12
First Floor Mens Bathroom/ BF 19700001-118-BF 5/4/2023 2.39
First Floor Womans Bathroom /BF 19700001-119-BF 5/4/2023 0.571

Water Testing Results 
Facilities - 19700000

Action Level is 15 ppb (Parts per Billion)

Any fixture testing at or above the action level of 15 ppb is immediately removed from 
service 
and cannot be returned to service until it has been remediated and passed follow-up 
testing

Water Testing Results 
Transportation - 19700001

Action Level is 15 ppb (Parts per Billion)

Any fixture testing at or above the action level of 15 ppb is immediately removed from 
service 
and cannot be returned to service until it has been remediated and passed follow-up 
testing



Fixture Location/Description Fixture ID #Test DateTest Result
Gym Girls Bathroom /BF 19700900-120-BF 5/10/2023 3.67
Gym Girls Bathroom /BF 19700900-121-BF 5/10/2023 4.7
Gym Boys Bathroom Utility Sink/OT 19700900-122-OT 5/10/2023 0.974
Gym Boys Bathroom /BF 19700900-123-BF 5/10/2023 2.1
Gym Boys Bathroom /BF 19700900-124-BF 5/10/2023 1.29
North Building Classroom #16/CF 19700900-125-CF 5/10/2023 3.47
North Building Classroom #17/CF 19700900-126-CF 5/10/2023 3.16
North Building Classroom #18/CF 19700900-127-CF 5/10/2023 2.4
North Building Boys Bathroom/BF 19700900-128-BF 5/10/2023 2.74
North Building Boys Bathroom/BF 19700900-129-BF 5/10/2023 1.41
North Building Classroom #19/CF 19700900-130-CF 5/10/2023 2.84
North Building Classroom #21/CF 19700900-131-CF 5/10/2023 3.1
North Building Girls Bathroom /BF 19700900-132-BF 5/10/2023 1.59
North Building Girls Bathroom /BF 19700900-133-BF 5/10/2023 3.17
North Building Staff Office /SF 19700900-134-SF 5/10/2023 9.57
North Building Nurses Room /NF 19700900-135-NF 5/10/2023 1.83
North Building Staff Bathroom /BF 19700900-136-BF 5/10/2023 3.52
North Building Classroom #22/CF 19700900-137-CF 5/10/2023 2.73
North Building Classroom #23/CF 19700900-138-CF 5/10/2023 2.55
North Building Classroom #24/CF 19700900-139-CF 5/10/2023 11.6
North Building Classroom #25/CF 19700900-140-CF 5/10/2023 2.34
North Building Water Bottle Filler/WB 19700900-141-WB 5/10/2023 ND
North Buildig Drinking Water Fountain/DW 19700900-142-DW 5/10/2023 ND
Modular M3 Classroom/CF 19700900-143-CF 5/10/2023 1
Modular M3 Bathroom /BF 19700900-144-BF 5/10/2023 0.527
Modular M4 Classroom/CF 19700900-145-CF 5/10/2023 2.39
Modular M4 Bathroom /BF 19700900-146-BF 5/10/2023 2.16
Modular M1 Classroom/ CF 19700900-147-CF 5/10/2023 2.11
Modular M1 Bathroom/ BF 19700900-148-BF 5/10/2023 2.36
Modular M2 Clasrrom /CF 19700900-149-CF 5/10/2023 ND
Modular M2 Bathroom /BF 19700900-150-BF 5/10/2023 ND
South Building Classroom #14/CF 19700900-151-CF 5/10/2023 4.94
South Building Classroom #15/CF 1970900-152-CF 5/10/2023 3.03

Any fixture testing at or above the action level of 15 ppb is immediately removed from 
service 
and cannot be returned to service until it has been remediated and passed follow-up 
testing

Water Testing Results 
Steins Pillar - 19700900

Action Level is 15 ppb (Parts per Billion)



South Building S-Boys Bathroom/BF 19700900-153-BF 5/10/2023 2.2
South Building S-Boys Bathroom/BF 19700900-154-BF 5/10/2023 3.46
South Building E-Girls Bathroom /BF 19700900-155-BF 5/10/2023 2.03
South Building E-Girls Bathroom /BF 19700900-156-BF 5/10/2023 1.93
South Building Classroom #16/CF 19700900-157-BF 5/10/2023 4.97
South Building W-Staff Bathroom /BF 19700900-158-BF 5/10/2023 3.99
South Building E- Water Bottle Filler /WB 19700900-159-WB 5/10/2023 ND
South Building E-Drinking Water Fountain/DW 19700900-160-DW 5/10/2023 ND
Kitchen Dish Washing Sink/KF 19700900-161-KF 5/10/2023 ND
Kitchen 3 Compartment Sink/KF 19700900-162-KF 5/10/2023 ND
Kitchen Handwashing Sink/KF 19700900-163-KF 5/10/2023 1.01
Kitchen Bathroom Sink/BF 19700900-164-BF 5/10/2023 0.663
Kitchen Prep Sink/KF 19700900-165-KF 5/10/2023 ND
South Building NW Girls Bathroom/BF 19700900-166-BF 5/10/2023 0.932
South Building SW Boys Bathroom/BF 19700900-167-BF 5/10/2023 1.95
South Building Staff Room #9/SF 19700900-168-SF 5/10/2023 ND
South Building Shower Room #9/ SH 19700900-169-SH 5/10/2023 32.4
South Building Staff Bathroom /BF 19700900-170-BF 5/10/2023 ND
Technology Staff Room /SF 19700900-171-SF 5/10/2023
South Building E-Drinking Water Fountain/DW 19700900-026-DW 5/17/2023 ND
South Building Room 14 Drinking Water Fountain/DW 19700900-055-DW 5/17/2023 5.35
South Building Room 15 Drinking Water Fountain/DW 19700900-171-DW 5/17/2023 5.11

Any fixture testing at or above the action level of 15 ppb is immediately removed from 
service 
and cannot be returned to service until it has been remediated and passed follow-up 
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